NAVSHI PREPFAC YOKOSUKA
LOCAL STANDARD | TEM

FY-01
| TEM NO  099-58YO
DATE: 01 JUL 2000
CATEGORY: |

1. SCOPE:
1.1 Title: Punp and Driver Shaft Alignnent; acconplish
2. REFERENCES:

a. S6226- JX- MVMA- 010, Instruction Manual for the Indicator
Reverse Method of Punp Shaft Alignnent

b. 803-6397419, Standard Machinery ShimKits
3. REQUI REMENTS:

3.1 Measure punp and driver shaft alignment using the
i ndi cator reverse nethod and the mat hematical equations or graphs
or alignnment conputer in accordance with 2. a.

3.1.1 Determne soft foot and correct in accordance
with Section 2-2 of 2.a. Shins shall be in accordance with 2.b.

3.2 Inspect piping alignnent in accordance with section 2-3
of 2.a prior to alignnent check.

3.2.1 Submt four legible copies of a report listing
results of the requirenents of 3.2 to NAVSH PREPFAC.

3.3 Measure indicator sag in accordance with Section 2-4
of 2.a.

(V) (G "COLD ALl GNMENT" (See 4. 4)

3.4 Align each shaft to the offset and angular alignnments in
accordance with the cold alignnent settings invoked in the Wrk
I[tem (see 4.1). Cold alignnents for horizontally nounted
machi nery shall be acconplished in accordance with Chapter 2,
Sections 2-1 through 2-7 of 2.a, and vertically nmounted machinery
shall be in accordance with Chapter 5, Sections 5-1 through 5-3 of
2. a.

3.4.1 Submt four |egible copies of a conpleted
al i gnnent data collection form (Page 7-2 of 2.a) for the results of
the requirenents of 3.4 to NAVSH PREPFAC.

3.5 Align shafts so that offset and angul ar alignnents are
acceptabl e when the unit is hot. Acceptable alignnent tolerances
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shal | be based on the rated speed of the punp and the alignnent
tolerance listed in Table 1-1 of 2.a (see 4.2). Hot alignnments for
hori zontal | y nmounted nachi nery shall be acconplished in accordance
with Chapter 2, Section 2-1 through 2-8 of 2.a. Acconplish hot

al i gnment check only on units that the cold alignnent has been
conpensated for thermal growth. (Hot alignment readings nust be
taken within 30 mnutes of shutting down unit).

3.5.1 Fit and install new chocks and shins conform ng
to ASTM A 240 to acconplish alignment. Shins shall be in
accordance with 2.b.

3.5.2 Drill and ream foundations. Fit and install new
SAE- ANB- QQ S- 763, Grade 304, dowels in each unit to retain final
satisfactory unit alignnent in accordance with Section 2-8 of 2.a.

(V) (G "FINAL HOT ALl GNVENT"

3.6 Acconplish a final hot alignment check of horizontally
nount ed punps with dowel s install ed.

3.6.1 Submt four legible copies of a report listing
results of the requirenments of 3.6 to NAVSH PREPFAC. The report
shall include the foll ow ng:

3.6.1.1 Ship's nane and hul |l nunber.

3.6.1.2 Contractor and subcontractor.

3.6.1.3 Job O der nunber.

3.6.1.4 ldentity of punp aligned.

3.6.1.5 Conpleted alignnment data collection for
(Page 7-2 of 2.a) for final hot alignnent condition.

4. NOTES:

4.1 Reference that contains the cold setting alignment wll
be identified in the invoking Wrk Item

4.2 Hot alignment criteria if different fromzero will be
identified in the invoking Work Item

4.3 Motor driven units nust be run a m ni mum of four hours
to achi eve operating tenperature. Turbine driven unit nust be run
a mninmumof two hours to achi eve operating tenperature.

4.4 (V)(GQ is invoked only when hot alignnment is not
required.
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